
Appendix I 
 

BHE’s 15 Worst Performing Circuits – CAIDI 
2001 2002 2003 

Circuit    Region             CAIDI Circuit    Region             CAIDI Circuit    Region             CAIDI 

BU3       Washington        9.20 PB2       Washington      19.23 *15GP1  Washington     19.56 

BU1       Washington        9.15 *SH1     Washington       16.46 15BB1   Washington      18.42 

26NL1    Washington       7.58 14JB1   Washington       12.00 40HS1   Hancock           16.15 

SH1       Washington       5.29 ON2      Bangor              11.16 EN2       Northern           14.18 

SW1       Hancock           5.28 15BB1  Washington       10.67 *15MB1  Washington     12.60 

16MP1   Washington        5.19 3RB1    Washington      10.32 28TR1    Hancock          12.05 

EA1        Bangor               5.06 4NF1    Washington        9.35 16CO2   Washington      10.75

4WV1     Washington       4.30 NE2      Hancock             8.62 PS4        Bangor             10.70

HC2        Hancock            4.26 HA1      Washington         8.30 CH1        Northern            9.04 

BH1        Hancock            4.25 LC1       Northern              7.98 *EH2      Hancock             8.49

16CO2   Washington        4.13 16CO2  Washington        7.66 MT2       Northern             7.89 

15PH1    Washington       4.05 LC2       Northern             6.59 SU1        Hancock            7.58 

CU1        Washington       4.04 *4WV1  Washington         6.51 EH1        Hancock            7.51 

20WT2   Washington       4.00 PB1       Washington        6.30 MI1          Northern          7.44 

13DB1    Washington       3.96 16CO1   Washington       6.24 FR1         Hancock           6.95 

 
*  Also appears on company’s “worst performing circuits” list. 
Underlined circuits appear all three years; italicized circuits appear two of three years. 


